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CODE ANALYSIS

FIRE RESISTANCE RATING: TABLE 601

CODES:
INTERNATIONAL BUILDING CODES 2009 (IBC);
LIFE SAFETY CODES 2009 (LSC)

TYPE OF CONSTRUCTION:
A (IBC); 1(332) (LSC), FULLY SPRINKLERED
OCCUPANCY : -2 (HOSPITAL)

IBC

— PRIMARY STRUCTURAL FRAME: 3 HRS

— PRIMARY STRUCTURAL FRAME, SUPPORTING ROOF: 2 HRS

— NON—BEARING WALLS AND PARTITIONS — EXTERIOR : 0 HR
(SINCE IT IS AN EXTENSION OF THE EXISTING)

— NON— BEARING WALLS AND PARTITIONS: 0 HR

— FLOOR CONSTRUCTION + SECONDARY STRUCTURAL MEMBERS: 2
HRS

— ROOF CONSTRUCTION + SECONDARY STRAUCTURAL MEMBERS: 1
1/2HRS

CORRIDOR WALLS: SMOKE BARRIER.

PERIMETER WALLS OF THE SPECIALTY TREATMENT ADDITION: SMOKE

BARRIER.

STAIR ENCLOSURE— 2 HR FIRE RATED.
ROOF SUBSTRATE— LIGHTWEIGHT CONCRETE.

NEW FLOOR AREA: 21,711 SF TOTAL

GROUND FLOOR- 6,561SF/240SF/PERSON = 28 OCCUPANTS

FIRST FLOOR- 6,000SF/240SF/PERSON = 25 OCCUOANTS

SECOND FLOOR- 6,000SF/100SF/PERSON = 60 OCCUPANTS

RTU CORRIDOR- 3,150SF (NOT ASSESESSED PER NFPA
7.3.1.2)= 0 OCC.

# OF OCCUPANTS: 113 OCCUPANTS

MAX. TRAVEL DISTANCE TO AN EXIT: 200" WITH SPRINKLER
SYSTEM (TABLE 1016.1) 95" ACTUAL

AUTOMATIC SPRINKLER SYSTEM: FBC—B: 903.2.5
AN AUTOMATIC SPRINKLER SYSTEM SHALL BE
PROVIDED THROUGHOUT BUILDING WITH A FIRE AREA.

MINIMUM NUMBER OF REQUIRED PLUMBING FIXTURES

(FBC—P: TABLE 403.1)

FIXTURES REQUIRED BASED ON TOTAL OCCUPANCY:
113 PERSONS

— WATER CLOSETS: 1:25 MALE/FEMALE = 5
MALE/FEMALE REQUIRED (3 LEVELS).
8 MALE/FEMALE PROVIDED (3 LEVELS).

— LAVATORIES: 1:35 MALE/FEMALE = 4
MALE/FEMALE REQUIRED (3 LEVELS).
8 MALE/FEMALE PROVIDED (3 LEVELS).

— DRINKING FOUNTAIN:
2 PROVIDED

1 PER 100 = 2 REQUIRED

— 8 ADA ACCESSIBLE UNISEX RESTROOMS
PROVIDED.

LIFE SAFETY PLAN LEGEND

EXIST. ITEMS TO REMAIN

NEW WALLS

NEW SMOKE WALL
NEW 1HR FIRE RATED WALL
NEW 2HR FIRE RATED WALL
MEANS OF EGRESS

EXIT ACCESS DOORS
NUMBER DENOTES THE

# OF OCCUPANTS TO EXIT
@  NEW EXIT LIGHT

NEW SEMI RECESSED FIRE
EXTINGUISHER
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